Kansas State Fire Marshal Prevention Division F I I a E

FIRE FACT NO. 040 CHECKLIST(s): 06

TITLE: FIRE SEPARATION OF HAZARDOUS ROOMS
CHECKLIST ITEM(s) :  06-48, 50, 51, 52
REFERENCE(s):  91-101/6-4.1.1
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1-hour fire-resistive separation
{masonry or drywall). Piping
penetrations must be sealed with
fire-rated material.

Typically a substantial steel door
or a minimum 20-minute rated door
and assembly in a closed position.

(Either locked or equipped with a door /
closer.)

Metal air duct with fire damper sealed tight
around the outside with rated sealant

*1 HOUR FIRE RESISTIVE SEPARATION MUST ALSO
INCLUDE THE WALLS, CEILING AND FLOOR OF THE
PROTECTED ROOM.
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